


Other Incidents 
Mitre MPH From 25th April 2024, MRU pool closed due 

to suspected leak in pipe structure. 
Investigation and repair work ongoing. 

Level 3 RVH none 
RBHSC 
FFS Outline report: 

Chemical Testing 

Site 

MPH 
RVH Level 3 
RBHSC 

Total number of 
results outside 
normal limits 

None 
None 
7 

Microbiological testing :( weekly) 

Site 

none 

Total number of 
samples per site 

MPH 
RVH Level 3 
RBHSC 

13 
18 
18 

Total number of 
results outside 
normal limits 

0 
0 
1 

Percentage of 
results outside 
normal limits


